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T 3—#1 AWG THHN &
1—#8 GND, 1—1/2"C

T 3—#3/0 AWG THHN,
1-#3/0 AWG NEU &
1-#6 GND, 2°C

T 3—#250KCMIL AWG THWN,
1—#250KCMIL AWG NEU &
1—#2 GND, 4"C

N

P~ 3—#250KCMIL AWG THWN,
1—#250KCMIL AWG NEU &
1—#2 GND, 4"C

§— 3—#300KCMIL AWG THWN &
1—#4 GND, 4"C

F— 3—#250KCMIL AWG THWN,
1—#250KCMIL AWG NEU &
1—#2 GND, 4"C

T 3—#8 AWG &
1—#8 GND, 1—1/4"C

n

—— 3—#10 AWG &
1—#10 GND, 3/4"C

T 3—#1 AWG THHN &
1-#8 GND, 1—1/2"C

AUTOMATIC TRANSFER
SWITCH (ATS)
BYPASS ISOLATION
NEMA 1 ENCLOSURE
400A, 3PH, 4WIRE
SWITCHED NEUTRAL

XFMR TA XFMR TB
75KVA 45KVA
A 480 PRI A 480 PRI Ne oE
(YY" 208/120 SEC (YY" 208/120 SEC
oL

n

—— 3—#4/0 AWG THHN,
1-#4/0 AWG NEU &
1—#2 GND, 2—1/2"C

1 2 3 4 5 7/ 8 9
GULF POWER UTILITY
(u)480/277vAC
3PH/4W
4 TWO PARALLEL RUNS OF:
4—#B0OKCMIL AWG THWN &
1—#2/0 GND, 4"C
PANEL MPA
800A
3P
POWER MONITORING
¢ INTEGRAL TO MPA
=) AND INTERCONNECTED WITH
BAS SYSTEM (FURNISHED GENERATOR GENERATOR
PANEL MPA BY OTHERS) 275KW, 0.8PF CONTROL
480/277VAC, 800A MCB 480/277VAC
100% RATED 3PH/4W
3—PHASE, 4—WIRE
NEMA 1, SURFACE
¢ BELDEN 9841 OR EQUAL
) PANEL RPA ) PANEL RPB ) PANEL HPA ) X—RAY ) LIFT STATION ) DOCK LIFT ) CHILLER ) PANEL HPE
480/3 480/3 480/3 480/3 480/3 480/3 480/3 480/3 250A 250A
125A 70A 250A SHUNT 30A 20A 125A 250A 3P 3P
) ) REMOTE
200A 250 175A
TRIP TRIP ANNUNCIATOR
T 3—#250KCMIL AWG THWN, PANEL
1—#250KCMIL AWG NEU & (LOBBY)
1—#2 GND, 4°C 0
NAVY

F— 6-#12 AWG THWN
CONTROL CONDUCTORS
1"PVC CONDUIT

n

1—#2 GND, 4°C

"~ 3—#250KCMIL AWG THWN,
1—#250KCMIL AWG NEU &

) PANEL RPA ) PANEL RPB
208/3 208/3
200A 125A
|
PANEL RPA PANEL RPB o o o
208,/120VAC, 200A 208,/120VAC, 125A
3—PHASE, 4—WIRE 3—PHASE, 4—WIRE
NEMA 1, SURFACE NEMA 1, SURFACE
| |
PANEL HPA
480, 250A MLO
3—PHASE, 3—-WIRE
NEMA 4X, SURFACE
) COOLING TOWER ) P—1 ) P-2 ) P-3 ) WSHP SKID ) SPARE ) SPARE
480/3 480/3 480/3 480/3 480/3 480/3 480/3
70A 20A 20A 20A 150A 20A 20A
T 3-#4 AWG THHN & T 3—#12 AWG & T 3—#12 AWG & T 3—#12 AWG & T 3—#1/0 AWG THWN &
1-48 GND, 1-1/27C 1-#12 GND, 3/4"C 1-#12 GND, 3/4"C 1-#12 GND, 3/4"C 1—#6 GND, 2—1/2"C
PANEL HPE
480/277VAC, 250A MLO
100% RATED
3—PHASE, 4—WIRE
NEMA 1, SURFACE
PANEL RPE PANEL RPC PANEL LPE ) AHU #1 ) AHU #2 ) ERV #1 ) ERV #2 CP—-1 i) SPARE i) SPARE
70A 50A 60A 30A 304 20A 20A CIRC. PUMP 20A 20A
3P 3P 3P 3P 3P 3P 3P 208 " " 3
3P
|
£ o o o
7 3—#4 AWG THHN & T 3—-#6 AWG THHN & T 3—#6 AWG THHN, T 3—#10 AWG & 7 3-#10 AWG & T 3-#12 AWG & T 3-#12 AWG & T 3—#12 AWG &
1—-#8 GND, 1-1/2"C 1—-#8 GND, 17°C 1_ﬁ6 AWG NEU & 1—#10 GND, 3/4"C 1—#10 GND, 3/47C 1—#12 GND, 3/4"C 1—#12 GND, 3/47C 1—#12 GND, 3/47C
1—#8 GND, 1°C
DISC. SW. DISC. SW. DISC. SW. DISC. SW. DISC. SW.
30A/3—POLE 30A/3—POLE 30A/3—POLE 30A/3—POLE 30A/3—POLE
[ NON—-FUSIBLE EJJ NON—-FUSIBLE []J NON—-FUSIBLE []J NON—-FUSIBLE []J NON—-FUSIBLE
XFMR TE XFMR TC NEMA 1 NEMA 1 NEMA 1 NEMA 1 NEMA 1
S 480 PR S 480 PR
(Y YM (rym
208/120 SEC 208/120 SEC
/ / T 3—#10 AWG & T 3—#10 AWG & T 3—-#12 AWG & T 3—-#12 AWG & T 3—#12 AWG &
1—#10 GND, 3/4"C 1—#10 GND, 3/47C 1—#12 GND, 3/4"C 1—#12 GND, 3/47"C 1—#12 GND, 3/47"C
: e Ics e e e
T 3—#1 AWG THHN, T 3—#3 AWG THHN,
1—#8 GND, 1-1/2"C 1-#8 GND, 1-1/2"C
) 125A ) 100A
3P 3P
PANEL RPE PANEL RPC PANEL LPE
208/120VAC, 125A 208,/120VAC, 100A 480/277VAC, 60A MLO
3—PHASE, 4—WIRE 3—PHASE, 4—WIRE 3—PHASE, 4-WIRE
NEMA 1, SURFACE NEMA 1, SURFACE NEMA 1, SURFACE
CONSULTANTS: ARCHITECT/ENGINEERS: i T EANA vy |
' ' ELECTRICAL ONE LINE DIAGRAM PANAMA CITY 520-326 Office of
oL CoMWIDS: SURVEYORS. JOINT OUTPATIENT CLINIC id '
KENNETH HORNE & ASSOCIATES SCHMIDT CONSULTING GROUP, INC. KCI TECHNOLOGIES, INC. Building Number Construction
7201 NORTH 9TH AVENUE, STE. 6 40 S. PALAFOX PLACE, STE. 300 10401 HIGHLAND MANOR DRIVE, SUITE 120 VA GULF COAST HEALTH CARE _ d Eacilt
PENSACOLA, FLORIDA 32504 PENSACOLA, FLORIDA 32502 TAMPA, FLORIDA 33610
PH (850) 474-9005 PH: (850) 438-0050 PH: (818) 740-2300 e BES DESIGN/BUILD, LLC = e — = s an acliies
FX: (850) 471-0093 FX: (850) 432-8631 U . . roved: Project Director ocation rawi umber
766 Middle St, Fairhope, AL 36532 PP 1 PANAMA CITY. FLORIDA ng Management
LANDSCAPE ARCHITECT: ARCHITECTURE: A . .
CSA GROUP, ING. BULLOCK TICE ASSOCIATES, INC. DESIGN/BUILD Phone: 251.990.5778 Fax: 251.990.3716 ’
6300 PICCADILLY SQUARE DRIVE 909 EAST CERVANTES STREET Date Checked Drawn E P601
MOBILE, ALABAMA 36609 PENSACOLA, FL 32501 Department of
PH: (251 344-4023 PH: (850) 434-5444 )
VA FORM 08—-6231
1 2 3 4 5 6 7 8 9 |
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